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From: Clive Wimpenny [mailto:clive.wimpenny@sse.com]  

Sent: 08 May 2014 11:53 
To: Hemanti Bhatia 

Subject: RE: Meeting re Taplow Site - Friday 16 May. 

 
Hemanti  
 
I can provide a budget price per connection only at this stage of £600 to £900 per plot.  
 
Plus 2 Commercial Supplies at say £1,500 to £2,500 (unless something unusual is required).  
 
At present our Network planner has confirmed that capacity is available for an estimated load of 700 
kVA without the need for reinforcement and we would plan to connect your develeopment to our 
existing HV circuit that runs along Mill Lane.  
 
You should be aware that this cost/scheme reflects the current situation and cannot be guaranteed 
into the future as other new electricity loads may materialize or existing load increase which could 
substantially raise the cost of providing your connection. Before making any financial commitments 
based on the indicative price above, please  contact me to check that the situation has not altered.  
 
 

Regards  
   
Clive  
   

 
      
Clive WimpennyClive WimpennyClive WimpennyClive Wimpenny  
Network Development DesignerNetwork Development DesignerNetwork Development DesignerNetwork Development Designer  
Slough DepotSlough DepotSlough DepotSlough Depot  
PO Box 123PO Box 123PO Box 123PO Box 123  
Slough Slough Slough Slough  
Berks SL1 2NQBerks SL1 2NQBerks SL1 2NQBerks SL1 2NQ  
   
My Direct Dial Tel:   01753-695666    
My Internal Tel Ext: 23666    
Slough Depot Tel:   01753-695700  
Slough Depot Fax:   01753-695751  
E-mail:      clive.wimpenny@sse.com  
SSE Power Systems Web Site: www.sse.com  
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Appendix C 
 

National Grid Asset Plans and Disconnection Plan 
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SCALE: Not to scale

USER ID: feyj1716

DATE: 07/10/2013

EXTRACT DATE: 10/06/2013

MAP REF: SU9082

CENTRE: 490529, 182633

This plan shows those pipes owned by National Grid Gas plc in their role as a
Licensed Gas Transporter (GT). Gas pipes owned by other GTs, or otherwise privately owned, may be present in this area. 
Information with regard to such pipes should be obtained from the relevant owners. The information shown on this plan
is given without warranty, the accuracy thereof cannot be guaranteed. Service pipes, valves, syphons,  stub connections,
etc. are not shown but their presence should be anticipated.  No liability of any kind whatsoever is accepted by 
National Grid Gas plc or their agents, servants or contractors for any error or 
omission. Safe digging practices, in accordance with HS(G)47, must be used to verify and establish the actual position of
mains, pipes, services and other apparatus on site before any mechanical plant is used. It is your responsibility to ensure 
that this information is provided to all persons (either direct labour or contractors) working for you on or near gas 
apparatus.  The information included on this plan should not be referred to beyond a period of 28 days from the date 
of issue. Further information on all DR4s can be determined by calling the DR4 hotline on 01455 892426 (9am-5pm)
A DR4 is where a potential error has been identified within the asset record and a process is currently underway to
investigate and resolve the error as appropriate.

MAPS Viewer Version 5.6.7.0

Local Machine

This plan is reproduced from or based on the
OS map by National Grid Gas plc, with the sanction
of the controller of HM Stationery Office.
Crown Copyright Reserved.

feyj1716
Checked Stamp
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SCALE: Not to scale

USER ID: feyj1716

DATE: 07/10/2013

EXTRACT DATE: 10/06/2013

MAP REF: SU9082

CENTRE: 490531, 182019

This plan shows those pipes owned by National Grid Gas plc in their role as a
Licensed Gas Transporter (GT). Gas pipes owned by other GTs, or otherwise privately owned, may be present in this area. 
Information with regard to such pipes should be obtained from the relevant owners. The information shown on this plan
is given without warranty, the accuracy thereof cannot be guaranteed. Service pipes, valves, syphons,  stub connections,
etc. are not shown but their presence should be anticipated.  No liability of any kind whatsoever is accepted by 
National Grid Gas plc or their agents, servants or contractors for any error or 
omission. Safe digging practices, in accordance with HS(G)47, must be used to verify and establish the actual position of
mains, pipes, services and other apparatus on site before any mechanical plant is used. It is your responsibility to ensure 
that this information is provided to all persons (either direct labour or contractors) working for you on or near gas 
apparatus.  The information included on this plan should not be referred to beyond a period of 28 days from the date 
of issue. Further information on all DR4s can be determined by calling the DR4 hotline on 01455 892426 (9am-5pm)
A DR4 is where a potential error has been identified within the asset record and a process is currently underway to
investigate and resolve the error as appropriate.

MAPS Viewer Version 5.6.7.0

Local Machine

This plan is reproduced from or based on the
OS map by National Grid Gas plc, with the sanction
of the controller of HM Stationery Office.
Crown Copyright Reserved.



 WARNING! This area contains Gas Mains 
 Operating at High Pressure in Excess of 7 bar.
 Before excavating in the area call 0800 
 688588.
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SCALE: Not to scale

USER ID: feyj1716

DATE: 07/10/2013

EXTRACT DATE: 10/06/2013

MAP REF: SU9081

CENTRE: 490601, 181438

This plan shows those pipes owned by National Grid Gas plc in their role as a
Licensed Gas Transporter (GT). Gas pipes owned by other GTs, or otherwise privately owned, may be present in this area. 
Information with regard to such pipes should be obtained from the relevant owners. The information shown on this plan
is given without warranty, the accuracy thereof cannot be guaranteed. Service pipes, valves, syphons,  stub connections,
etc. are not shown but their presence should be anticipated.  No liability of any kind whatsoever is accepted by 
National Grid Gas plc or their agents, servants or contractors for any error or 
omission. Safe digging practices, in accordance with HS(G)47, must be used to verify and establish the actual position of
mains, pipes, services and other apparatus on site before any mechanical plant is used. It is your responsibility to ensure 
that this information is provided to all persons (either direct labour or contractors) working for you on or near gas 
apparatus.  The information included on this plan should not be referred to beyond a period of 28 days from the date 
of issue. Further information on all DR4s can be determined by calling the DR4 hotline on 01455 892426 (9am-5pm)
A DR4 is where a potential error has been identified within the asset record and a process is currently underway to
investigate and resolve the error as appropriate.

MAPS Viewer Version 5.6.7.0

Local Machine

This plan is reproduced from or based on the
OS map by National Grid Gas plc, with the sanction
of the controller of HM Stationery Office.
Crown Copyright Reserved.



 WARNING! This area contains Gas Mains 
 Operating at High Pressure in Excess of 7 bar.
 Before excavating in the area call 0800 
 688588.
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SCALE: Not to scale

USER ID: feyj1716

DATE: 07/10/2013

EXTRACT DATE: 10/06/2013

MAP REF: SU9081

CENTRE: 490581, 181265

This plan shows those pipes owned by National Grid Gas plc in their role as a
Licensed Gas Transporter (GT). Gas pipes owned by other GTs, or otherwise privately owned, may be present in this area. 
Information with regard to such pipes should be obtained from the relevant owners. The information shown on this plan
is given without warranty, the accuracy thereof cannot be guaranteed. Service pipes, valves, syphons,  stub connections,
etc. are not shown but their presence should be anticipated.  No liability of any kind whatsoever is accepted by 
National Grid Gas plc or their agents, servants or contractors for any error or 
omission. Safe digging practices, in accordance with HS(G)47, must be used to verify and establish the actual position of
mains, pipes, services and other apparatus on site before any mechanical plant is used. It is your responsibility to ensure 
that this information is provided to all persons (either direct labour or contractors) working for you on or near gas 
apparatus.  The information included on this plan should not be referred to beyond a period of 28 days from the date 
of issue. Further information on all DR4s can be determined by calling the DR4 hotline on 01455 892426 (9am-5pm)
A DR4 is where a potential error has been identified within the asset record and a process is currently underway to
investigate and resolve the error as appropriate.

MAPS Viewer Version 5.6.7.0

Local Machine

This plan is reproduced from or based on the
OS map by National Grid Gas plc, with the sanction
of the controller of HM Stationery Office.
Crown Copyright Reserved.
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Appendix D 
 

BT and Virgin Media Asset Plans 



British Telecommunications plc Registered Office 81 Newgate Street LONDON EC1A 7AJ Registered in England no.1800000               1 of 1

Openreach Plant Maps Requested 
NewSite Office (addresses can be located from here)

National Freephone:  0800 616 866 

Dear Sir/Madam,

Thank you for your request to: www.openreach.co.uk/networkinfo/

You have downloaded copies of our drawings marked up to show the approximate location of 
Openreach apparatus, which is present in the immediate vicinity of your works.  It is intended for 
general guidance only.  No guarantee is given of its accuracy. It should not be relied upon in the 
event of excavations or other works made near to Openreach apparatus, which may, exist at various 
depths and may deviate, from the marked route.  

To avoid damage it is recommended that mechanical excavators or borers are not used within 
600mm of Openreach plant. Please ensure that our equipment is not enclosed, blocked, covered or 
otherwise obstructed by your plant. In the event of clearance not being adequate we anticipate that 
your plant is either resited, or an order is placed with Openreach for rearrangements of its plant. If 
there are any difficulties with the Map please ring 0800 616866. 

Please contact our Network Protection Service if required by dialling 0800 917 3993 or by Email on 
DBYD@openreach.co.uk giving seven days notice of your commencement date.  This will provide 
you with on-site advice and a check of location for any Openreach apparatus. 

Further to this, I hope the following points will assist you at the new development: - 

Openreach has a licence obligation to provide service to any end customer requiring a connection. A 
Developer would not normally be charged for provision of service, our standard connection charges 
would apply to the end user when orders are placed with the communication provider of choice. 
However, should a Developer insist on an underground service in an area where Openreach plant is 
provided overhead, charges may be incurred. 

When the Developer has obtained contract and planning permission Openreach would request a 
‘Clean’, scaled Site Layout, Location Map and a covering letter be sent to the relevant newSite Office. 
We would particularly request that you give details of your programmed site start date and likely first 
occupancy date where possible.  To obtain contact details of the newSite office covering the 
development area click on the URL below. 

http://www.openreach.co.uk/orpg/networkinfo/developnetwork/regionalcontacts.do

Where a development affects existing Openreach apparatus in the public highway, the cost of any 
necessary protection or diversionary works must be borne by the Developer.  In this case where a 
budget estimate is required a Site Plan, Location Map and a covering letter should be forwarded to 
the Repayments Project Office. Please visit 
http://www.openreach.co.uk/orpg/networkinfo/alternetwork/alterationcontacts.do for contact details of 
the Repayments Office covering the development area. 

Yours faithfully,

Openreach newSites 

shen1173
New Stamp




